MIAMI-DADE

COUNTY MIAMI-DADE COUNTY, FLORIDA
METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563

(305) 375-2901 FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA) www.buildingcodeonline.com

Vistawall Architectural Products

803 Airport Road

Terrell, TX 75160

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by

the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code,
including the High Velocity Hurricane Zone.

DESCRIPTION: HR-250 Captured Aluminum Curtain Wall System- L.M.L

APPROVAL DOCUMENT: Drawing No. HR-250SUBMIT, titled “HR-250 Captured Curtain Wall System”,
sheets 1 through 17 of 17, dated 09/06/06 prepared by manufacture, signed and sealed by Elizabeth A. Broadway,
P.E., bearing the Miami-Dade County Product Control Approval stamp with the Notice of Acceptance number and
approval date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA consists of this page 1 and evidence pages E-1 and E-2, as well as approval document mentioned
above.

The submitted documentation was reviewed by Jaime D. Gascon, P.E.

NOA No 05-1102.09
Expiration Date:October 5, 2011
Approval Date:October 5, 2006
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Vistawall Architectural Products

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A. DRAWINGS

1.
2.

Manufacturers die drawings and sections.

Drawing No. HR-250SUBMIT, titled “HR-250 Captured Curtain Wall System”,
sheets 1 through 17 of 17, prepared by manufacture, dated 09/06/06, signed and
sealed by Elizabeth A. Broadway, P.E.

B. TESTS

1.

Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94

2) Earge Missile Impact Test per FBC, TAS 201-94
3) Cycling Test per FBC, TAS 203-94
along with installation diagram of aluminum curtain wall system, prepared by
Hurricane Test Laboratory, LLC Test Report No. HTL-0105-0210-04, dated
02/09/04, signed and sealed by Vinu J. Abraham, P.E.
Test reports on 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
4) Large Missile Impact Test per FBC, TAS 201-94
5) Cycling Test per FBC, TAS 203-94
along with installation diagram of aluminum window wall system, prepared by
Hurricane Test Laboratory, LLC Test Report No. HTL-0105-0511-04, dated
05/10-11/04, signed and sealed by Vinu J. Abraham, P.E.
Test reports on 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94
3) Large Missile Impact Test per FBC, TAS 201-94
4) Cycling Test per FBC, TAS 203-94
along with installation diagram of aluminum window wall system, prepared by
Hurricane Test Laboratory, LLC Test Report No. HTL-0105-0306-04, dated
03/03/04, signed and sealed by Vinu J. Abraham, P.E.
Test reports on 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
4) Large Missile Impact Test per FBC, TAS 201-94
5) Cycling Test per FBC, TAS 203-94
along with installation diagram of aluminum window wall system, prepared by
Hurricane Test Laboratory, LLC Test Report No. HTL-0105-0809-04, dated
08/09-12/04, signed and sealed by Vinu J. Abraham, P.E.

i A

U ~ 7 JaimeD. Cascon, P.E.
Chief, Product Control Division

NOA No 05-1102.09

Expiration Date:October 5, 2011
Approval Date:October 5, 2006



Vistawall Architectural Products

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

5. Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cycling Test per TAS 203-94
along with installation diagram of aluminum window wall system, prepared by
Hurricane Test Laboratory, LLC Test Report No. HTL-0105-0717-04, dated
07/14-15/04, signed and sealed by Vinu J. Abraham, P.E.

€. CALCULATIONS
1 Anchor Calculation and Structural analysis, prepared by Broadway Engineering,
P.A., dated 08/03/05, signed and sealed by Elizabeth A. Broadway, P.E.
D. QUALITY ASSURANCE
1. Miami Dade Building Code Compliance Office (BCCO).
E. MATERIAL CERTIFICATIONS
1. Notice of Acceptance No. 03-0415.13 issued to Solutia Inc. for “Vanceva
Composites” dated 12/11/03, expiring on 12/11/08.
2. Notice of Acceptance No. 06-0216.06 issued to Solutia Inc. for “Clear or Colored
Interlayer” dated 05/05/06, expiring on 05/21/11.
F. STATEMENTS

1. Statement letters of conformance and no financial interest, dated J uly 08, 2005,
signed and sealed by Elizabeth A. Broadway, P.E.

i ol

L/ Jaime D. Gascon, P.E.
Chief, Product Control Division
NOA No 05-1102.09

Expiration Date:October 5, 2011
Approval Date:October 5, 2006



PRODUCT APPROVAL DRAWINGS

HR-250 IMPACT-RESISTANT CAPTURED CURTAIN WALL SYSTEM

WITH MULTIPLE GLAZING INFILLS

FOR USE IN HURRICANE ZONES REQUIRING

GENERAL NOTES:

TEST STANDARDS & METHODS:

TAS 201,202,203
ASTM E331, E283, E1886/1996

DESIGNED PRESSURE:
REF. SHEET 4 &5 OF 17

WATER INFILTRATION: 20 PSF

AIR INFILTRATION: 6.24 PSF

INDEX TO DRAWINGS:

SHEET 1:
SHEET 2:
SHEET 3:
SHEET 4:
SHEET 5:
SHEET 6:
SHEET 7:
SHEET 8:
SHEET 9:

SHEET 10:
SHEET 11:
SHEET 12:
SHEET 13:
SHEET 14:
SHEET 15:
SHEET 16:
SHEET 17:

ALL STRUCTURAL MENBERS TO BE MADE FROM 6063-T6 ALUMINUM.
INTERIOR & EXTERIOR TRIM SHALL BE MADE FROM 6063-T5 ALUMINUM.

THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY WITH FLORIDA BUILDING CODE ADDITION 2004 INCLUDING HIGH

VELOCITY HURRICANE ZONES.

MATERIALS, INCLUDING BUT NOT LIMITED TO STEEL SCREWS, THAT COME INTO CONTACT WITH OTHER DISSIMILAR MATERIALS
SHALL MEET THE REQUIREMENTS OF 2004 FLORIDA BUILDING CODE SECTION 2003.8.4

INDEX TO DRAWINGS AND GENERAL NOTES
TYPICAL SINGLE SPAN ELEVATION

TYPICAL TWIN SPAN ELEVATION

GLAZING CHART & MAXIMUM PSF

MULLION CHART & MAXIMUM PSF

FRAMING DETAILS

FRAMING DETAILS

FRAMING DETAILS

FRAMING DETAILS

SPLICE DETAILS VERTICAL AND JAMB

SPLICE DETAILS CORNER MULLION

WINDLOAD ANCHOR DETAILS VERTICAL MULLION
WINDLOAD ANCHOR DETAILS CORNER MULLION
ANCHOR CHART

BILL OF MATERIAL

BILL OF MATERIAL

DIE DRAWINGS
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126" MAXIMUM AS TESTED. REFRENCE GLAZING, MULLION AND ANCHOR CHART

1.

REFERENCE GLAZING CHART ON PAGE 4 OF 17

2. REFERENCE MULLION CHART ON PAGE 5 OF 17
3. REFERENCE ANCHOR CHART ON PAGE 14 OF 17

REFERENCE GLAZING, MULLION AND ANCHOR CHART

REFERENCE GLAZING, MULLION AND ANCHOR CHART
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REFRENCE GLAZING, MULLION AND ANCHOR CHART

REFERENCE GLAZING, MULLION AND ANCHOR CHART

1. REFERENCE GLAZING CHART ON PAGE 4 OF 17
2. REFERENCE MULLION CHART ON PAGE 5 OF 17
3. REFERENCE ANCHOR CHART ON PAGE 14 OF 17

NOTE: MULLIONS ARE TESTED TO 150" MAXIMUM SPACING BETWEEN ANCHOR LOCATIONS..
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GLAZING CHART

GLASS MAXIMUM MAXIMUM
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BILL OF MATERIALS

DESCRIPTION

DATE

REVI BY

MANUAL COMP
THE
VISTAWALL

GROUP
A BlueScope Steel Company

NEWNAN, GA. 30265
(770) 252-3090

VISTAWALL

214 WALT SANDERS MEMORIAL BLVD.

MIAMI-DADE COUNTY STAMP

ENGINEER STAMP

I.II:II-:ohf1 PART NUMBER |DESCRIPTION DIMENSIONS MATERIAL MANUFACTURER NOTES

1. | CW-17 EXTERIOR GLAZING GASKET .190 SPACE EPDM VARIES

2. | FG—-5185 INTERIOR SPACER GASKET .25 X .25 EPDM VARIES

3. | DOW 995 STRUCTURAL SILICONE FILL SPACE SILICONE DOW CORNING

4. | Cw-187 EXTERIOR PERIMETER GASKET 0.187 SPACE EPDM VARIES

5 | CW-6 THERMAL ISOLATOR .625 X .296 X .062 EPDM VARIES

6. | CW-2101 SETTING BLOCK 500 X .188 X 4” LONG EPDM VARIES

7. | HR=FP~1 MULLION END CAPS 3.5 X 1.25 X .094 RIGID VINYL VARIES

8. | 921 OR 795 PERIMETER SEALANT FILL SPACE POLYURETHANE /SILICONE[VULKEM OR DOW 795

9. | FS-8 SPLINE ASSEMBLY SCREW #4 X 1 HHSTS STEEL VARIES

10.| FS=7 JAMB SCREW #10 X 3/4” PFH TYPE B STEEL VARIES (2) @ EA. HORIZ.
12" 0.C. BETWEEN HORIZ.

1.| FS-322 PRESSURE PLATE SCREW #2-14 X 17 HWH #3 STEEL VARIES

12.] CwW-2 COVER 515 X 2.5 X .050 6063—T6 ALUMINUM VISTAWALL

13.] ZG-60 PRESSURE BAR 2,40 X .450 X .093 6063—T6 ALUMINUM VISTAWALL

14.| CW—-1991 MULLION SPLICE 2.16 X 4.96 X .125 6063—T6 ALUMINUM VISTAWALL 6” LONG

15.] Cw-1995 MULLION 2.50 X 6.26 X .094 6063—T6 ALUMINUM VISTAWALL

16.| CW-1996 MULLION FILLER .806 X 4.734 X .094 6063—T5 ALUMINUM VISTAWALL

17.] Cw-1997 HEAD/SILL 2.39 X 6.11 X .094 6063—T6 ALUMINUM VISTAWALL

18.] CW—1998 HEAD/SILL TRIM 2.50 X 5.219 X .094 6063—T5 ALUMINUM VISTAWALL

19. NOT USED

20.] Cw-2000 HORIZONTAL 2.50 X 6.23 X .094 6063—T6 ALUMINUM VISTAWALL

21.| Cw-2002 TWO PIECE JAMB — MALE 1.203 X 5.25 X .094 6063—T6 ALUMINUM VISTAWALL

22.| CW-2001 TWO PIECE JAMB — FEMALE 2.40 X 6.25 X .094 6063—T6 ALUMINUM VISTAWALL

23.| CW—-2003 CORNER PRESSURE PLATE 1.541 X 4.56 X .125 6063—-T5 ALUMINUM VISTAWALL

24.| CW-2004 CORNER FACE CAP .546 X 3.472 X .062 6063-T5 ALUMINUM VISTAWALL

25| Cw-2005 POCKET FILLER .837 X 1.24 X .078 6063—T5 ALUMINUM VISTAWALL

26.[ Cw-2018 CORNER MULLION — FEMALE 1.724 X 7.094 X 125 6063—T6 ALUMINUM VISTAWALL

27| CW-2019 CORNER MULLION — MALE 1.724 X 7.094 X .125 6063—T6 ALUMINUM VISTAWALL

28.] CwW-2020 MULLION FILLER 1.303 X 2.50 X .078 6063—T5 ALUMINUM VISTAWALL

29. Cw-2021 CORNER SPLICE 1.064 X 6.314 X .125 6063—T6 ALUMINUM VISTAWALL 6” LONG

30.| D—-226 DOOR JAMB 1.00 X 5.00 X .094 6063—T6 ALUMINUM VISTAWALL

31.] FG-5172 DOOR HEADER-OFFSET ARM 2.50 X 4,98 X .135 6063—T6 ALUMINIUM VISTAWALL

30| FASTENER STEEL REINFORCING 1/4-20 X 2" BOLT STEEL VARIES

ATTACHMENT BOLT WITH WASHER AND NUT

33.| ** BLUNDER PLUG (OPTIONAL) 1 1/4” DIA. VARIES ALT. PERIMETER ANCHOR
ATTACHMENT @ JAMBS

34.| RS—-26 REINFORCING STEEL 4 11/16” X 1 7/8” X 1/4” CHANNEL A36 STEEL VARIES USED @ VERT. MULLION

35.] NOT USED

36.| ** REINFORCING STEEL 3/4” X 4” STL. BAR A36 STEEL VARIES USED @ VERT. MULLION

37.| FG5000—PP—8 |[REINFORCING STEEL 41/2” X 1 1/4” X 1/4” CHANNEL A36 STEEL VARIES

38. HR—-FP-13 BRAKE METAL SPLICE — MALE .75 X 4.812 X .75 X .125 X 8" LONG 3030 ALUMINUM VARIES USED @ JAMBS 6” LONG

39.| HR—-FP-14 BRAKE METAL SPLICE — FEMALE .937 X 5.00 X 1.437 X .125 X 8" LONG 3030 ALUMINUM VARIES USED @ JAMBS 6” LONG

40.] FASTENER ANCHOR BOLT 5/8-11 X 4 1/2” GRD 5 BOLT STEEL VARIES

AND HEX NUT AND WASHER
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BILL OF MATERIALS
ITEM
No.| PART NUMBER |DESCRIPTION DIMENSIONS MATERIAL MANUFACTURER NOTES
41, ** STEEL DEADLOAD ANCHOR 4" X 6” X 5/16” X 5” LONG A36 STEEL VARIES USED @ MULLIONS & JAMB
42, ** SLIP PAD 4" X 4" X .083 NYLATRON KORALATH USED @ MID POINT ANCHORS
43.| FASTENER JAMB ANCHOR BOLT 5/8"-11 X 1 1/2” BOLT A36 STEEL VARIES &
44, *x JAMB TAP PLATE 4" X 6" X 1/4" A36 STEEL VARIES §
45| FS—323 JAMB TAP PLATE SCREW #12 X 1" PFH SCREW TYPE B STEEL VARIES &
46, ** STEEL DEADLOAD ANCHOR @ CORNER [4” X 8” X 1/4” X 5" LONG A36 STEEL VARIES USED @ 90" CORNER
47| HR-FP-7 90 DEG MULLION END CAP 2.875 X 2.875 X .040 RIGID VINYL VISTAWALL TOP & BOTTOM OF MULLION
48.| HR—FP-11 WATER DIVERTER 0.875 X 1.061 X 0.875 X .040 [VINYL VARIES 0.75” LONG
49.| SM-5601 JOINT SEALANT TAPE 125 X .500 X VARIES BUTYL SCHNEE—MOREHEAD  |USED @ END OF INTERM HORIZONTALS "
<
50.| TH-57 THRESHOLD .50" X 5.625" X .125" 6063—T5 VISTAWALL °
51.] NOT USED
52| ** STEEL REINFORCING 3/8” X 4” STL. BAR A36 STEEL VARIES .
AL COMP
53| NOT USED —
54| CW-2097 HEAVY MULLION 2.50 X 6.26 X .094 6063—T6 ALUMINUM [VISTAWALL
55| CW-2117 OPEN BACK HORIZONTAL 2.39 X 5.11 X .094 6063—T6 ALUMINUM [VISTAWALL
56 FASTENER PERIMETER ANCHOR 1/2" X 4 1/2" HILTI KWIK BOLT II|STEEL HILTI HEAD/SILL @ CONCRETE ABlueSiopo See Conpany
57| FASTENER PERIMETER ANCHOR 1/2"-13 X 2" HHB STEEL VARIES HEAD/SILL @ STEEL —||§ g
58| FG-5163 DOOR STOP 1.357" X .746" x .062" 6063—T6 ALUMINUM [VISTAWALL 2 2
59.| FASTENER STEEL REINFORCING 1/4-20 X 2" BOLT STEEL VARIES - 53
. ATTACHMENT BOLT WITH WASHER AND NUT o 98¢
50.| FASTENER STEEL REINFORCING 1/4-20 X 3 1/2° BOLT STEEL VARIES THROUGH-BOLT © 6 3 283
. ATTACHMENT BOLT WITH WASHER AND NUT HORIZONTALS <,-_, zz;ﬁ
61.| FASTENER PERIMETER ANCHOR 3/8-13 X 4 1/2" BOLT A36 STEEL VARIES JAMB @ STEEL o ‘”§§
WITH NUT & WASHER SUBSTRATE Bg %g
= =
62| FASTENER PERIMETER ANCHOR 1/4"9 TEK SCREW A36 STEEL VARIES _g §
62 NOT USED > 3
ATTACH WALL JAMB @
63.] FASTENER PERIMETER ANCHOR 3/8°-13 X 2 HHB STEEL VARIES INTERMEDIATE HORIZONTALS
ga.| FASTENER STEEL REINFORCING 1/4-20 X 1 1/2” BOLT STEEL VARIES THROUGH-BOLT @ ALL 8
: ATTACHMENT BOLT WITH WASHER AND NUT HORIZONTALS >
65| FS—22 FASTENER 12—-24 X 1/2” SCREW STEEL VARIES ATTACH DOOR SUB-FRAME ;
66.] HR—FP—2 RIGHT HAND JAMB END CAP 3 X 1.25 X .094 RIGID VINYL VARIES é §
67.| HR—FP-3 LEFT HAND JAMB END CAP 3 X 1.25 X .094 RIGID VINYL VARIES [a) E A
=]
68.] D—231 SUB—FRAME HEADER 1.00 X 5.00 X .094 6063—T6 ALUMINUM |VISTAWALL 2] B
69.] FASTENER PERIMETER ANCHOR 1/4” TAPCON STEEL VARIES % o) % §§
70.| HR—-FP-9 BRIDGE PLASTIC VARIES USED. @ INTERSECTION o
Ston EFEE
71.| FASTENER PERIMETER ANCHOR 1/2" x 4" WEDGE BOLT STEEL POWERS FASTENERS  |HEAD/SILL @ CONCRETE % £ f3 E
1 3/4" MIN. EMBEDMENT MIAMI-DADE COUNTY STAMP ENGINEER STAMP 5 %E oS
72.| FASTENER PERIMETER ANCHOR 1/2" x 5" WEDGE BOLT STEEL POWERS FASTENERS [JAMB @ CONCRETE = Lo) = 8 e
1 3/4” MIN. EMBEDMENT a7 E [_‘S
al—— - 0 O
73.] FASTENER PERIMETER ANCHOR 3/8” x 4" WEDGE BOLT STEEL POWERS FASTENERS [JAMB @ CONCRETE = BROADWAY ENGINEER, GMD 2D 2o
1 1/2” MIN. EMBEDMENT Approved as complyi 7 1335 West Cass Street A TO am
Flovida Bﬁii}iﬁggm:g =-| Tampa, Florida 33606 —
Date D\oex S, 200
NOARGS - \\02, 00 oA
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